three inches = one foot

one and one half inches = one foot

one inch = one foot

three quarters inch = one foot

one half inch = one foot

three eighths inch = one foot

one quarter inch = one foot
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one eighth inch = one foot
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INDICATED VIA 3/4"C — 2#12 AND 1#12EG PER MANUFACTURER'S WIRING DIAGRAMS.

PROVIDE 120V—-1¢ CIRCUIT ABOVE FINISHED CEILING FOR CONNECTION TO VAV BOX.

COORDINATE LOCATION OF VAV BOXES WITH MC AND CONNECT COMPLETE TO CIRCUIT
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CORRIDOR TO PANELBOARDS IN ELECTRICAL ROOM #1B—178 UNTIL COMPLETION OF NEW
ELECTRICAL CLOSET #1B—570E.

A | g - INDICATED VIA 3/4C — 2#12 AND 1#12EG PER MANUFACTURER'S WIRING DIAGRAMS.
<\ S [ o L J]loo} L | PT =_J0 1B-178 ] W B = TYPICAL FOR ALL VAV BOXES WITHIN THE SCOPE OF THIS PROJECT.
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5 |/ [ 1 TMS EQUIPMENT — PROVIDE JUNCTION BOX OR RECEPTACLE FOR TMS EQUIPMENT POWER
- A~ - | | FEED. VERIFY VOLTAGE AND RECEPTACLE REQUIREMENTS WITH OWNER PRIOR TO ROUGH-—IN.
@ 0 I 1
- ||:| WE =H -+t +HA Ed | | | COORDINATE WORK IN CORRIDORS #1C—403 AND #1C—404 WITH CONSTRUCTION SCHEDULE
=% I i " : AS DEFINED ON ARCHITECTURAL PLANS. TEMPORARILY CONNECT ELECTRICAL CIRCUITS IN THIS
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PROVIDE 120V NORMAL POWER VIA CIRCUIT INDICATED FOR AUTOMATIC TOILET AND SINK
CONTROLS. CONTROLS AND LOW-VOLTAGE TRANSFORMER SHALL BE PROVIDED BY MC.
COORDINATE EXACT LOCATION WITH MC PRIOR TO ROUGH-IN. TYPICAL OF ALL TOILET ROOMS.
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PROVIDE 120V—-1¢ CRITICAL POWER CIRCUIT AS INDICATED ABOVE FINISHED CEILING VIA
3/4°C — 2#12 AND 1#12EG FOR CONNECTION TO NURSE CALL POWER SUPPLY. REFER TO
TECHNOLOGY PLANS FOR ADDITIONAL INFORMATION AND WORK REQUIREMENTS.
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PROVIDE 120V—-1¢ LIFE SAFETY POWER CIRCUIT AS INDICATED VIA 3/4"C — 2#12 AND

1#12EG FOR CONNECTION TO NEW PAGING AMPLIFIER. REFER TO TECHNOLOGY PLANS FOR
ADDITIONAL INFORMATION AND WORK REQUIREMENTS.
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PROVIDE 120V—-1¢ EMERGENCY CRITICAL POWER CIRCUIT AS INDICATED VIA 3/4"C — 2#12

AND 1#12EG FOR CONNECTION TO SECURITY SYSTEM POWER SUPPLY. REFER TO
TECHNOLOGY PLANS FOR ADDITIONAL INFORMATION AND WORK REQUIREMENTS.
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COORDINATE EXACT LOCATION OF RECEPTACLES IN MENTAL HEALTH CLERK OFFICE WITH VA
COTR PRIOR TO ROUGH-IN.
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| EXISTING SECURITY / ih > 1]
/_ ROOM 1B-+403 Qy
| PROVIDE JUNCTION BOX WITH 120V LIFE SAFETY PANELBOARD ’LF11LS’ CIRCUIT AS INDICATED

| [ —1 VIA 3/4"C — 2#10 AND 1#10EG ABOVE PER MANUFACTURER'S WIRING DIAGRAMS FOR

| 1 ELECTRIC STRIKE POWER SUPPLY. REFER TO PARTIAL FIRST FLOOR TECHNOLOGY PLAN FOR

DOOR SECURITY LOCATIONS AND INFORMATION.
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